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So:2308247/KQKN
Md si5: BO8O54-1Md si5: BO8O54-1
Trang 1 11

XET QUA THI./ NGHIEM
r6n kh6ch hdng: coNc ry cp cAp THoAT Nl.roc vA xAy D[/NG BAo LOc

S6 SO Le Thi Pha, Phucyng 1, Thdnh ph6 Bdo L6c, Tinh Lam Dong

N[/OC MAY LAY TAI G1

MAu nucyc, ch0atrong cl'raikin

0710812023 Thoi gian th& nghi6m: 07108 - 1010812023

11t08t2023

Dia chi:

T6n m5u:

Tinh trang miu:
Ngdy nh6n miu:
Ngary tri k6t qui:

STT CHiTIEU ECIN V! KET QUA
QC\N 01.

1:20181

BYr(CotA)
PHI./ONG PHAP THI./

0'1 Arsen (As) mg/L KPH (LOD=0.0006) 0.01 SMEWW 3114C.2022 (-)

02 Clo du mgil 0.80 0.2 -1.0 TCVN 6225-3:2011 (.)

03 Mdu sic TCU KPH (LOD=5.0) 15 TCVN 6185:2015

04 Mui vi
Kh6ng c6 miri, vi

lq
Kh6ng co
mii, vi la Cdm quan

05 E0 duc NTU KPH (LOD=0.30) 2 Ref. SMEIM/V 21308:2022 (.

06 pH 7.02 6.0 - 8.5 TCVN 6492:2011 (-)

07 Coliforms CFU/100m1 0 <3 ISO 9308-1:20141 Amd
1:2016 (.)

08 Escherichia coli CFUl100mL 0 <1 ISO 9308-1 .20141 Amd
1:20'16 (.)

1.

2.

J.

4.

5.

6.

K6t tuen: Mdu nuoc c6 cAc chi ti6u dat theo Quy chuAn k! thuQt qu6c gia vii chilt
luqng nuoc spch sri, dung cho mltc dlch sinh hoat QCVN 01-1:201L/ByT
(CQt A), ngdy 14/12/2018

Phu trSch PTN DOC{-

Nguy6n Kim Li6u i H6ng

K€t qtra phdn tich ch[ cd gia tri n'in mdu thi/ This testing result is only valicl on tester) sample.
Kh6ng daoc sao chdp kit qua nay, m6t phin hay toitn btl, niu kh6ng co str d6ng y bting vdn bdn ctia C6ng ty /
This resuh shall not be reproduced, partially or fully, unless written approval ol company.
Th6ng tin vi mdu droc ghi theo y€tr cdtt khach hdng / Information oJ'simple is written as custorner's request.

O. Chi tidu drqc VILAS c6ng nhdn theo ISO/IEC 17025.2017/ (*); Parameters are accredited by VILAS (SO/IEC t2025;2012)
KPH: kh6ng phitt hi€n. LOD: Gio'i hem phdt hi€n / ND; Not Detected. LOD; Limit of detection
O6i vbi chi ti6u phitn tich vi sinh, kdt qua duoc bieu thi "< l0 CFL//g" hodc "< I CFU/nL" hoiic "< l0 CFLI/mdu" throc rem nhu kh6ng phat hi€n /
For microbiological analyte, the results were expres.sed "< l0 CFU/g" or "< I CFU/nL" or "< l0 CFLl/sample" can be consitlerecl as not 4etection.
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So:2308248/KQKN
Ma s6: XOBO54-2
Trang 1 l1

KET QUA THI./ NGHIEM
r6n kh6ch hing: coNG Ty cp cAp rHoAT Nuuc vAxAv Dt/NG BAo Loc
Eia chi: s6 56 Le rhi Pha, phucvng 1, Thanh ph6 Bdo L6c, Tinh Lam D6ng

TGn mAu: N[/OC MAY LAY TAI G3

Tinh trqng m5u: M5u nucyc, chuatnrng chaikin

Ngiry nhdn miu: 0710812023 Thoi gian thu nghi6m: orlo\ - 1oloBl2o23

Ngdy tri kiSt qui: 11lOBl2O23

K6t tuin: Mdu nwoc co cdc chi ti6u dat theo Quy chuin kl thu6t qu6c gia vit chdt
lu.sng nuoc sach sir dqtng cho muc dich sinh hoat ecyN 01-1:201L/Byr
(CQt A), ngdy 14/12/2018

Phq tr5ch PTN DOCa

Ng 'Thi 
H6ng

K6t qtta phdn tich chi c6 gia tri trin miu thu/ This testing result is only valid ctn tested sample.
Kh6ng dactc sao chep kit qua niiy, m6t phdn hay tocin b6, niu kh6ng co sLr ddng v- bdng rdi bdn cua C6ng ty, /
Tltis result shall-not be reproduced, partially orfully, unless written approval ofcompany.
Th6ng titt vi rniu dtntc ghi theo yAu citu khach hdng / h1formation of sample is written as customer's request.
(x): Chi ti€u thrtrc VILAS c:6ng nhdn theo ISO/IEC 17025:2017/ (*); Parameters are accredited by VILAS (ISO/IEC 17025;2017)
KP.H: kh6ng phat hi(n. LoD: Gici hqn phat hiQn / ND: Not Detected. LoD: Limit of detection
D6i voi chi ti6u phdn tich vi sinh, k& qua droc bi€u thi "< l0 CFLI/g" hoqc "< I CFU/nL" hodc "< 10 CFU/miu" tla<tc rem nhr kh6ng phitt hi6n /
For microbiologic'al analyte, the results were expres,ted "< l0 CFLI/g" or "< I CFU/nL" or "< l0 CFLl/sample,, can be consideretl as not tletection

STT cHi Tleu EON VI KET QUA
QCVN 01.

1:20181

BYr(colA)
PHI./ONG PHAP THI/

01 Arsen (As) mg/L KPH (LOD=0.0006) 0.0'l SMEWW 3114C.2022 (.)

02 Clo du mg/L 0.62 0.2 -1 0 TCVN 6225-3:2011 (.)

03 Mau sic TCU KPH (LOD=5.0) 15 TCVN 6185:2015

04 Miri vi
Kh6ng c6 miri, v!

la
Kh6ng co
mii, vi Ia Cdm quan

05 Do duc NTU KPH (LOD=0.30) 2 Ref . SMEIM// 21 308.2022 (-',

06 pH 7.10 6.0 - 8.5 TCVN 6492:2011 (-)

07 Coliforms CFUl100mL 0 <3 ISO 9308-1:20141 Amd
1:2016 (-)

08 Escherichia coli CFU/100m1 0 <1 ISO 9308-1 :20141 Amd
1 :2016 (.)

CONG TY
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1.

2.

-1.

4.

5.

6.
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56:2308249/KQKN
Ma so: 2308054-3
Trang 1 ll

KET QUA THI./ NGHIEM
r6n kh6ch hdns: cotrtc ry cP cAp rHoAT NtJuc vAxAv D[/NG BAo LOc

56 56 Le Thi Pha, Phucyng 1, Thanh pfr6 Ado Loc, Tinh Lam Eong

NI./OC MAY LAY TAI G8A

M5u nucvc, chuatrong draikin

0710812023 Thcyi gian th& nghi6m: 07108 1010812023

1110812023

Dla chi:
7!en mau:

Tinh trqng m6u:

Ngdy nhfn miu:
Ngiry trd kiit qui:

STT CHi TIEU DON VI KET QUA
QCVN 01.

1:20181

BYr(coJA)
PHI./ONG PHAP THI./

0'1 Arsen (As) mg/L KPH (LOD=0.0006) 0.01 SMEWW 3114C:2022 (.

02 Clo du mg/L 0.80 0.2 -1.0 TCVN 6225-3.2011 (-)

03 Mdu s5c TCU 5.84 15 TCVN 6'185:2015

04 Mui vi
Kh6ng c6 m[ri, vi

lq
Kh6ng co
mii, vi la Cim quan

05 D0 duc NTU KPH (LOD=0.30) 2 Ref. SMBM/V 21 3flB'.2022 (.

06 pH 7.05 6.0 - 8.5 TCVN 6492:2011 (-)

07 Coliforms CFUl100mL 0 <3 ISO 9308-1:20141 Amd
1 :2016 (.)

08 Escherichia coli CFU/100m1 0 <1 ISO 9308-1:20141 Amd
1 :2016 (.)

Kdt luAn: Mlu nuoc c6 cAc chi ti6u dqt theo Quy chudn
luong nuoc sqch str dung cho muc dich sinh

k!,thuQt qu5c gia vO chdt
hoat QCVN 01 -1 :201 8/BYT

1.

2.

J.

1.

5.

6.

(CQt A), ngdy 14/12/2018

Phu tr6ch PTN DOCL

Nguy6n Kim Li6u Thi Hong

Kit qua phdn tich chi co gia tri tr€n mdu thtr/ This testing result is only valid on tested sample.
Khongdmtcsaothipkit quunav.notphanhrq toonbQ.neukhottgcosa'dong!bangvanhantuttCongn'
This result shall not be reproduced, partiall.t or fitlly, unless written approttal of contpany..::
Thong tin ve rniu du'nc ghi theo y€tr cdu khtich hdng / lnJbrmation of sample is written as customer's request.
(*). Chi ti€u du'oc VILAS c6ng nhdn theo ISO/IEC 17025:2017/ (*): Parameters are accredited by VILAS (ISO/IEC 17025;2017)
KPH. kh6ng phdt hiQn. LOD: Gi6i hqn phat hi(n / ND: Not Detected. LOD; Limit of detection
O6i voi chi ti6u phdn tich vi ,sinh, k1t quti ttu'oc bi€u thi "< l0 CFLt/g" hoic "< I CFLI/mL" hodc "< 10 CFLLmau" drqc xem nhu.kh6ng phat hign i
For microbiological analyte, the results were expressed "< 10 CFU/g" or "< I CFLr/mL' or "< l0 CFLl/sample" can be considered as not detection.
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56:2308250/KQKN
Md s6: nO8O54-4
Trang 1 l1

KET QUA THI./ NGHIEM
r6n kh6ch hins: coNc w cp cAp THoAT NtJ(}c vAxAv D[/NG eAo Loc

S6 S0 Le Thi Pha, Phucyng 1, Thanh pfr6 Ado Loc, Tinh Ldm Eong

NI./OC MAY LAY TAI GSB

MEu nuuc, chuatrong cl'raikin

Thli gian th& nghi6m: 07108 - 1010812023

Ela chi:
i

I en mau:

Tinh trang miu:
Ngdy nhf n m5u:

Ngiry tri kiit qui:
0710812023

1110812023

STT CHiTIEU DON VI KET QUA
QC\N 01-

1:20181

BYT(C6lA)
PHI./ONG PHAP THI./

01 Arsen (As) mg/L KPH (LOD=0.0006 0.01 SMEWW 3114C:2022 (.

02 Clo du mg/L 0.53 o 2 -1.0 TCVN 6225-3.2011 (-)

03 Mau sic TCU KPH (LOD=5.0) 15 TCVN 6185:2015

04 Mui VI
Kh6ng c6 mii, vj

lq
Kh6ng co
mui, vi la Cdm quan

05 D0 duc NTU KPH (LOD=0.30) 2 Ref. SMEMAIV 21 308-2022 (.',

06 pH 7.07 6.0 - 8.5 TCVN 6492:2011 (.)

07 Coliforms CFUl100mL 0 <3 ISO 9308-1:20141 Amd
1 :2016 (.)

08 Escherichia coli CFUi '100m1 0 <1 ISO 9308-1 20141 Amd
1:2016 (.)

1.

2.

J.

4.

5.

6.

KiSt tuen: M1u nuoc co cdc chi ti6u dqt theo Quy chuin ki thuQt qu6c gia v6 chdt
luqng nuoc sach sty dung cho myc dich sinh hoqt QCVN 01-1:2019/BYT
(CQt A), ngdy 14/12/2018

Phu tr6ch PTN ooc/-_

! Hong

KOt qua phdn tich chi co gia n'i tren miu rhu'/ This resting result is only valicl on testecl sample.
Kh6ng duqc sao chip kOt qua niiv, ntQt phin ha1,- todn b6, n\u kh6ng co sqt ding y bdng vdn ban cia C6ng ty /
This result shall not be reproduced, partially orJully, unless vtritten approt,al ofcompany.
Th6ng tin v,A mdu dtroc ghi theu t eu cdu khach hang / Informatksn of sample is written as customer's reqLtest.
(*): Chi ti€u drqc VILAS c6ngnhdn theo ISO/IEC 17025:2017/ (*): Paranteters are accredited by VILAS (ISO/IEC 17025:2017)
KPH: kh6ng phat hi€n. LOD: Gi6i hqn phat hi€n / ND: Not Detected. LOD: Limit of detection
O6i vtti chi tiAu phdn tich vi sinh, k€t qud drqc bi6u thi "< l0 CFLI/g" ho\c "< I CFLI/nL" hodc "< 10 CFu/miu" drutc xem nhtr kh6ng phat hi€n /
For microbiological analyte, the restrlts were expressed "< l0 CFU/g" or "< I CFU/nL' or "< l0 CFL|/sample" can be considered as not detection
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56:2308251/KQKN
Ma s6: 2308054-5
Trang 1 l1

KET QUA THI./ NGHIEM
ren kh5ch hins: coruc TY cP cAP THOAT NI.J(}C VA XAV D[/NG BAO LoC

36 56 Le Thi Pha, Phuong 1, Thanh pn6 Ado LOc, Tinh Lam E6ng

NI..POC MAY LAY TAI G9

M5u nuoc, chuatrcng clraikin

0710812023 Thoi gian thu nghiQm: 07108 - 1010812023

1110812023

Dla chi:
ilen mau:

Tinh trang m5u:

Ngiry nhfn miu:
Ngdy tri kiSt qui:

STT cHirrEu EON VI KET QUA
QCVN 01.

1:20181

BYr(coJA)
PHI./ONG PHAP THT/

01 Arsen (As) mg/L KPH (LOD=0.0006) 0.01 SMEWW 3114C.2022 (.

02 Clo du mg/L 0.89 0.2 -1.0 TCVN 6225-3"2011 (.)

03 Mdru s5c TCU KPH (LOD=5.0) 15 TCVN 6185.2015

04 Mui vi
Kh6ng c6 miri, vi

lq
Kh6ng co
mii, vi la Cdm quan

05 D0 duc NTU KPH (LOD=0.30) 2 Ref. SMEIAAIV 21NB:2022 (.

06 pH 6.95 6.0 - 8.5 TCVN 6492:2011 (.)

07 Coliforms CFUl100mL 0 <3 ISO 9308-1:20141 Amd
1 :2016 (-)

08 Escherichia coli CFU/100m1 0 <1 ISO 9308-1:20141 Amd
1 :20'16 (.)

KOt ludn: Mdu nuoc co cdc chi ti6u dat theo Quy chuin k! thuit qu6c gia vii chdt
luqng nuoc spch sri, dqng cho myc dich sinh hoat QCyN 01-1:2018/BYT
(CQt A), ngdy 14/12/2018

Phu tr6ch PTN

Ng

),. K€t qua phdn tich chi co gia tri tr1n ntiu thn/ This testing result is only valid on testetl sample.
2. Kh6ng dtrc,c sao chip kit qua niiy, m6t phin hay todn bo, n\u kh6ng co sat ding 1, bdng vdn ban cila C6ng 4t /

This result shall not be reproduced, portialll: orfully, trnless written approval o/ company.
3. Th6ng tin vi rniu dtroc ghi theo y€u ciu khach hdng / Informution o,f sample is written as customer's request.
4. (*): Chi ti€u dtrqc VILAS c6ng nhdn theo ISO/LEC 17025.2017/ (*): Parameters are acoedited by VILAS OSO/IEC l7025:2017)
5. KPH: khong phiit hi2n. LOD: Girri hqn phdt hidn / ND: Not Detected. LOD. Limit of detection
6. D1;i voi chi ti6u phdn tich vi sinh, k\t qud du'oc bi€u thi "< l0 CFU/g" ltoiic "1 I CFU/nL" hodc "< 10 CFLl/mau" droc xenr nfu kh6ng phat hiqn i

For microbiological anabte, the results v,ere expres,sed "< 10 CFUig" or "1 I CFLIhnL" or "< l0 CFLt/sarnple" r:an be considered as not detection.
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:2308252/KQKN
Md s6: 2308054-6
Trang 1 l1

KET QUA THI./ NGHIEM
r6n khsch hdns: c6nc TY cP cAp THoAT NLruc vAxAv D[/NG BAo Loc

56 56 Le Thi Pha, Phuong 1, Thanh ph6 86o LQc, Tinh L6m Dong

NUOC MAY LAY TAI G12

MAu nuroc, chua trong clrai kin

Thoi gian th& nghiQm: 07108 - 1010812023

Dla chi:
alen mau:

Tinh trqng m5u:

NgAry nhfn m5u:

Ngiy tri kt5t qui:
07t08t2023

1110812023

STT cHiTIEU DON V! KET QUA
QC\N 01-

1:20181

BYT(coJA)
PHUONG PHAP THI./

01 Arsen (As) mg/L KPH (LOD=0.0006 0.01 SMEWW 3114C:2022 (-

02 Clo dur mg/L 0.71 0.2 -1.0 TCVN 6225-3.2011 (.)

03 Mdru sic TCU KPH (LOD=5.0) 15 TCVN 6'185:2015

04 Mii vi
Kh6ng c6 m[ri, vi

la
Kh6ng co
mii, vi la Cdm quan

05 E0 duc NTU KPH (LOD=0.30) 2 Ref. SME\MIV 21?flB.2022 (.

06 pH 7.10 6.0 - 8.5 TCVN 6492:2011 (.)

07 Coliforms CFU/100m1 0 <3 ISO 9308-1:20141 Amd
1:2016 (.)

08 Escherichia coli CFU/100m1 0 <1
ISO 9308-1 .20141 Amd
1 :20'16 (.)

1.

2.

-1.

4.

5.

6.

Ki5t tuQn: M1u nuoc c6 c6c chi ti6u dat theo Quy chudn k!, thuQt qu6c gia vO chdt
luqng nuoc spch sti, dyng cho myc dich sinh hoqt QCVN 01-1:201L/BYT
(CQt A), ngdy 14/12/2018

Phq tr6ch PTN DOC.LL

I

Nguy6n Kim Thi Hong

Kdt qua phdn tich chi c6.gia tri trin miu th.i/ This re.sting result is only valid ,on tested sample.

Khong dtrqc sao chip k€t qua nd1,, mQt phdn hay toiin bo, n€u kh6ng co str d6ng ! bdng van bdn ci.ta C6ng ty /
This result shall_not be reproduced, partially or.fully, Ltnless written approval of company.

Thong tin v€ mdu dao'c ghi theo y'iu cdu khcich hiing / InJbrmation of sample is written as custonter's request.

1*1: Chi ti€u drgc VILAS c6ng nhdn theo ISO/IEC 17025.2017/ (*): Parameters are accredited by VILAS ASO/IEC 17025:2017)
KP.H: kh6ng phiit hien. LOD: Gio'i hqn phdt hi€n / ND: Not Detected. LOD: Limit of detection

O,ji u,ti chi ilAu phdn tich vi sinh, k& qua tfuqc bi1u thi "< I0 CFU/g" hoSc "< I CFU/mL" hodc "< 1() CFU/nau" dt{d( xem nhtr kh6ng phdt hiQn /
For microbiological analyte, the results were expressed "< 10 CFU/g" or "< I CFU/wL" or "< l0 CFU/sample" can be considered as not detection
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Md s6: nO8O54-7
Trang 1 11

KET QUA THI./ NGHIEM
r6n khach hins: coNtc w cp cAp rHoAT NtjucvAxAv D[/NG BAO LoC

M1u nuoc co citc chi ti6u dat theo Quy chuAn k!, thuQt qu6c gia ve chdt
lwqng nLpoc spch sti, dung cho muc dich sinh hoat ecyN 01-1:201L/Byr

Dia chi: so 56 Le rhi Pha, Phucvng 1, Thanh ph6 Bdo L6c, Tinh Lam Eong

T6n m5u: NI./OC MAY LAY TAI G14

Tinh trang m5u: M5u nucyc, chuatrong chaikin

Ngiy nhAn miu: 07lo\l2o23 Thoi gian thu nghi6m: oTlo} - 1olo}l2o23

Ngiry tri ktit qui: 11lOBl2O23

KOt ludn:

1.

2.

J.

1.

5.

6.

(CQt A), ngdy 14/12/2018

Phu trich PTN

KAt qua phdn tich chi co.gia tri trin mau tltr/ This testing restrlt is only valitl ott testetl sample.
Kh6ng dtcoc sao chip k6t quu nd1,, mgt phin hay todn bQ, n\u khdng co sar ding! Oangrai ban cia C6ng ry^ /
This result shttll-not be reproduced, partially or fully, unless written approval of companl'.
Th6ng tin vi miu dwtc ghi theo v€tr ciu khach hdng / Information oJ'.simple is written as customer's request.
(*). Chi ti€u du'<tc VILAS c6ng nhdn theo ISO/IEC 17025;2017/ (*); Parameters are accredited fu,VILAS (ISO/IEC 17025;2017)
KPH: kh6ng phfu hien. LoD; Gidi hqn phat hi€n / ND; Not Detected. LoD. Limit oJ'detection
D6i voi chi tiiu phdn tich vi sinh, kdt qua hroc bi6u thi "< l0 CF{J/g" hoqc "< I CFL//nL" hodc "< 10 CFLr/miu,, dugc xem nhr khong phat hiQn /
For microbiological analyte, the results were expressed "< l0 CFLt/g" or "< I CF(J/nL" or "< l0 CF()/sample,, can be consideretl as not tletection.

STT CHITtEU DON VI KET QUA
QC\N 01-

1:20181

BYr(cotA)
PHI./ONG PHAP THI./

0'1 Arsen (As) mg/L KPH (LOD=0.0006) 0.01 SMEWW 3114C.2022 (-)

02 Clo dur mg/L 0.53 0.2 -1.0 TCVN 6225-3.2011 (.)

03 Mdu s5c TCU KPH (LOD=5.0) 15 TCVN 6185:2015

04 Miri vi
Kh6ng c6 mii, vi

lq
KhOng co
mii, vi la Cim quan

05 D0 duc NTU KPH (LOD=0.30) 2 Ref. SMEIAA// 21308:2022 (-)

06 pH 7.15 6.0 - 8.5 TCVN 6492:2011 (.)

07 Coliforms CFU/l00m1 0 <3 ISO 9308-1:20141 Amd
1 :2016 (.)

08 Escherichia coli CFU/100m1 0 <1 ISO 9308-1:20141 Amd
1.2016 (.)

Nguyen Kim Li6u

ref"rq
rr/ CONG Ty

ffi
mAsm

2308253/KQKN

C6ng ty TNHH Dlch vg 2/17 Pham Vin Bach.
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56:2308254/KQKN
Md s6: nO8O54-8Md s6: nO8O54-8
Trang 1 11

KET QUA NGHIEMTHI./
r6n kh6ch hdns: c6ruc ry cP cAp THoAT Ntrl)c vA xAv D[/NG BAo LOc

S6 sO Le Thi Pha, Phucyng '1, Thdnh ph5 Bdo L6c, Tinh Lam E6ng

NI./CYC MAY LAY TAI G15

M5u nucvc, clr0atrong draikin

Thdi gian th& nghi6m: 07108 - 1010812023

Dia chi:

TOn miu:
Tinh trqng miu:
Ngiry nhfn m5u:

Ngdy trd k6t qui:
0710812023

11108t2023

STT CHiT!EU DON V! KET QUA
QC\N 01-

1:201U
BYr(c6J4

PHI./SNG PHAP THT/

01 Arsen (As) mgil KPH (LOD=0.0006) 0.01 SMEWW 3114C:2022 (.)

02 Clo du mg/L 0.89 0.2 -1.0 TCVN 6225-3:2011 (")

03 Mau s5c TCU KPH (LOD=5.0) 15 TCVN 6185:2015

o4 Mti vi Kh6ng c6 miri, v!
la

Kh6ng co
mui, vi la Cdm quan

05 D6 duc NTU KPH (LOD=0.30) 2 Ref. SME1 A/V 2130B:2022(*',

06 pH 7.01 6.0 - 8.5 TCVN 6492:2011 (-)

07 Coliforms CFUl100mL 0 <3 ISO 9308-1:20141 Amd
1.2016 (-)

08 Escherichia coli CFU/100m1 0 <1 ISO 9308-1:20141 Amd
1.2016 (.)

KQtt tuQn: Mdu nuoc co cdc chi ti6u d7t theo Quy chuin
luqng nu'oc sach srj, dung cho mltc dich sinh
(CQt A), ngdy 14/12/2018

Phq trach PTN

K€t qua phdn tich chi c6 gia rri trdn mdu thu't This tcsting result is only valicl on testetl sample.
Kh6ng dtr;t'c sao chtp kat qud ndy, mQt phdn hay todn b6, n€u kh6ng co sry d6ng ! Udng vai bdn c:ua C6ng 4, /
This resttlt shall-not be reproduced, partially ctr full1,, unless written approval ofcontpanl..
Th6ng tin vi mdu duqc ghi tlteo yAu ciu khach hiing / Information of sample is y;ritten a,s customer's request.
(*): Chi tieu dtrqc VILAS c6ng nhdn theo ISO/IEC 17025:2017/ (*); Parameters are accredited g, VILAS 1SO/|EC 12025.2017)
KP.H: kh6ng phht hiQn. LOD: Gicti hqn phat hi€n / ND: Not Detected. LOD: Limit of detection
D6i v6i chi ti\u phdn tich vi sinh. kir qua dao'c biiu rhi "< l0 CFLI/g" hodc "< I CFLt/mL" hodc "< I0 CFtl/miu" duoc xem nfut kh6ng ptnt hi€n /
For microbiolagical analyte, lhe results were expressed "< l0 CFLI/g" or "1 I CFLi/mL" or "< l0 CFLl/sample" can be considere1 as not cletection.

ki,thuqt qu6c gia vO chdt
hoat QCVN 01 -1 :201 8/BYT

Ng

1.

2.

J.

4.

5.

6.

i Hong

DOCa

2ll7 Pha{rV[n,Bach.
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Gommitted to quality

56:2308255/KQKN
Ma s6: n08054-9
Trang 1 11

KET QUA THI./ NGHIEM
r6n kh6ch hins: coNG TY CP CAP THOAT NI.JOC VAXAV DI/NG BAO LQC

Dia chi: SO SO Le Thi Pha, Phuong 1, Thdnh ph6 Bdo Loc, Tinh Lam Eong
x'

T6n mAu: NI./OC MAY LAY TAI G17

Tinh trqng miu: M5u nucvc, clruatnrng draikin

Ngiry nhf n miu: 0710812023 Thoi gian thrl nghiQm: 07i08 - 1010812023

Ngiy trd k6t qui: 11lOBl2O23

K6t tuQn: Miu nuoc c6 cdc chi ti6u dgt theo Quy chuin ki thu7t qu6c gia v6 chdt
lwqng nu6c spch s& dltng cho mqc dich sinh hoat QCVN 01-1:2019/BYT
(CQt A), ngdy 14/12/2018

Phq trach PTN DOC t_'

Nguy6n Kim Li6u Hong

Kit quii phdn tich chi co gia tri tr€n miu tMr/ This testing result is only valid on tested sample.

Khdng droc sao chip k)t quit ndy, mgt phin ha1,- toan b6, n€u kh6ng co sqr d6ng ,* bang van bdn ctia C6ng 4t /
This result shall-not be reproduced, partially or .fully, unless written approval of company.

Th6ng tin vd mdu ctu'ctc ghi theo .v"€u cdn khdch hdng / InJbnnation of sample is written as customer's request.
(*1 ChitiAuduocVILASc6ngnhdntheoISO/IEC17025:2A17/(*):ParametersareaccreditedbvVILAS(ISO/IECl7025:2017)
KPH: kh6ng phat hi€n. LOD: Gi6i hqn phdt hi€n / ND. Not Detected. LOD: Limit of detection

D6i voi chi ti€u phdn tich vi sinh, k€t qua drqc bi€u thi "< l0 CFLt/g" hojc "< I CFLI/nL" hodc "< 10 CFLI/mdu" du'rtc xem nhu kh6ng phat hi€n /
For microbiological analvte, the results were expressed "< 10 CFU/g" or "< I CFU/wL" or "< 10 CFU/.sample" can be considered as not detection

STT cHiTIEU DON V! KET QUA
QC\N 01-

1:20181

BYr(cotA)
PHI/ONG PHAP THI..P

01 Arsen (As) mgil KPH (LOD=0.0006) 0.01 SMEWW 3114C.2022 (

02 Clo du mg/L 0.71 0.2 -1.0 TCVN 6225-3:2011 (.)

03 Mdu s5c TCU KPH (LOD=5.0) 15 TCVN 6185:2015

04 Miri vi
Kh6ng c6 mii, v!

la
Kh6ng co
mii, vi la Cdm quan

05 D0 duc NTU KPH (LOD=0.30) 2 Ref. SME1 A/V 213f,lB-2022 (*',

06 pH 7.19 6.0 - 8.5 TCVN 6492.2011 (.)

07 Coliforms CFU/100m1 0 <3 ISO 9308-1:20141 Amd
1 :2016 (")

OB Escherichia coli CFU/100m1 0 <1
ISO 9308-1'.20141 Amd
1 :2016 (.)

.KilutHAffi.'s

1.

2.

J.

1.

5.

6.

Dlch vg
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KHUE NAM
Gommitted to quality

4!@-dN

6TA.B
\o\ t | ./41\w/

ffiLASslil

Md s6: 2308054-10
Trang 1 l1

KET QUA THI./ NGHIEM
CONG TY CP CAP THOAT NI.,,OC VA XAY DI./NG BAO LOCTGn kh5ch hing:

Dia chi:
7

I en mau:

Tinh trang m5u:

Ngdy nhfn m5u:

Ngiry trd ki5t qui:

S6 sO Le Thi Pha, Phucyng 1, Thdnh ph6 Bdo LOc, Tinh Lam

Nr./oc MAY LAY TAt G18

MAu nucyc, chrua tnrng drai kin

0710812023 Thdi gian th& nghiQm: 07108 - 1010812023

1110812023

Dong

KiSt tuen: Mdu nuoc co cdc chi ti6u 
'luqng nuac sgch s[r dqng

(CQt A), ngdy 14/12/2018

Phq trach PTN

dqt theo Quy chudn
cho mgc dich sinh

klr thuAt qu6c gia v6 chdt
hoat QCVN 01 -1 :201 8/BYT

1.

2.

J.

4.

5.

6.

Nguy6h Kim

KOt qud phdn tich chi co gia tr! trin miu thi/ This testing result is only valicl on tested sample.
Khong droc sao chip kit qu,t tray, mot plrtin lruy toan bp. neu khong co sr dong 1t bang van ban cua Cong 4'
This resttlt shall-not be reproduced, partially orfully, unless --ritten approval of companv.
Th6ng tin v€ mdu drqc glti theo y€u cdtr khdch hi)ng / Information oJ'sample is written as customer's request.
tr): Chi ti€u duoc VILAS c6ng nhdn theo ISO/IEC 17025:2017/ (*): Parameters are accredited by VILAS (ISO/IEC 17025.2017)
KPH: kh6ng phiit hi€n. LOD: Gioi hqn phat hi€n / ND: Not Detected. LOD: Limit oJ'detection
O6i vni chi ti€u phiin tich vi si.nh, k€t qud daqc bi6u thi "< l0 CFLrg" hoac "< I CFLI/nL" hodc "< 10 CFL//mt)u" droc .rem nhr kh6ng phat hi€n i
For microbiological analyte, the results were expressed "< l0 CFL//g" or "< I CFIJ/nL" or "< l0 CFL|/sample" can be considered as not cletection.

STT cHiT!EU EON VI KET QUA
QCVN 01.

1:20181

BYr(c6JA)
PHUONG PHAP THI./

01 Arsen (As) mg/L KPH (LOD=0.0006) 0.01 SMEWW 3114C:2022 (-)

02 CIo du mg/L 0.62 0.2 -1.0 TCVN 6225-3.2011 (.)

03 Mdu sic TCU KPH (LOD=5.0) 15 TCVN 6185:2015

04 Miri vi
Kh6ng c6 miri, vi

lq
Kh6ng co
mui, vi la Cdm quan

05 DO duc NTU KPH (LOD=0.30) 2 Ref . SMEIA/W 21308:2022 (.

06 pH 6.99 6.0 8.5 ICVN 6492:2011 (")

07 Coliforms CFUl100mL 0 <3 ISO 9308-1:20141 Amd
1:2016 (-)

08 Escherichia coli CFU/100m1 0 <1 ISO 9308-1:20141 Amd
1:2016 (-)

/p!l:$+/ cOHc TY

-s/rpQry@liurrari;i 'otcH^v
*\K!{0AHoc{0fic

2308256/KQKN

DOCp:-

Hong

2/I7 Phpm Vin B4ch,,
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Dia chi:
a

I en mau:

Tinh trang miu:
Ngiry nhfn m5u:

Ngiy tri kiit qui:

56:2308257/KQKN
Md s5: %08054-11Md s5: %08054-11
Trang 1 11

KET QUA THI./ NGHIEM
r6n khach hins: coNG Ty Cp CAp rHoAT Ntruc vA xAv D[/NG BAo LOc

56 56 Le Tht Pha, Phuong 1, Thdnh ph6 Bdo L6c, Tinh Lam E6ng

NUCvC MAY LAY TAt c19

M5u nuroc, chua tnrng cl'rai kin

0710812023 Thoi gian th& nghiQm: 07108 - 1010812023

11t08t2023

Mdu nuoc co cdc chi ti6u dat theo Quy chuin k!, thuQt qu6c gia v6 chdt
luqng nuac sach sir dung cho muc dich sinh hoat QcyN 01-1:201L/Byr
(CQt A), ngdy 14/12/2018

Docry-

STT CHiTIEU OON VI KET QUA
QGVN Of .

1:20181

BYr(coJA
PHI./ONG PHAP THI./

01 Arsen (As) mgil KPH (LOD=0.0006) 0.01 SMEWW 3114C.2022 (.)

02 CIo du mg/L 0.89 0.2 -1.0 TCVN 6225-3:2011 (-)

03 Mdu sic TCU KPH (LOD=5.0) 15 TCVN 6185.2015

04 Mui vi
Kh6ng c6 mui, v!

lq
Kh6ng co
mii, vi la Cdm quan

05 Do duc NTU KPH (LOD=0.30) 2 Ref. SME\A/W 21 308.2022 (-

06 pH 7.15 6.0 - 8.5 TCVN 6492:2011 (-)

07 Coliforms CFUl100mL 0 <3 ISO 9308-1:20141 Amd
1 :2016 (-)

08 Escherichia coli CFUl100mL 0 <1 ISO 9308-1:20141 Amd
1:2016 (.)

KOt tuen:

Phu tr6ch PTN

1.

2.

-1-

4.

5.

6.

ldrqr*wl$
z*y.coNc TY \
:/rnjttffifr-Emil{u}l{r{

=r 
-;ilii

l\xxolrroc^coruo

Nguy6n Kim Li6u

K€t qua phdn tich chi c6.gia tri tren mau thtr/ This testing result is only valitl on tested sample.
Kh6ng droc sao chdp k€t quii niiy, m6t phin hay todn b6, n€u kh6ng co sqt ding i bdng vdn ban cita C6ng t1t /
This result shall-not be reproduced, partial$t or fully, unless written approval oJ company.
Th6ng tin vi mdu ttuoc ghi theo 1,€u cdtt khach hdng / InJormation oJ simple is y;ritten as customer,s request.
(*): Chi ti€u dtroc VILAS c6ng nhiin theo ISO/IEC 17025.2017/ (*): Parameter,t are accreditetl by \ILAS (ISOLEC 12025:2017)
KP.H: kh6ng phdt hi(n. LOD: Gioi hqn phat hi€n i ND. Not Detected. LOD: Limit of'detection
D6i voi chi tiAu phdn tich vi sinh, k€t qud droc bieu thi "< l0 CFLt/g" hodc "< t CFLt/mL" hodc "< l0 CFLI/mdu', duoc xem nhLt kh6ng phat hiQn /
For microbiological analyte, the results were expressed "< 10 CFU/g" or "< I CFU/nL" or "< t0 CFLl/sample,, can be consiclererl as not detection.

Hong

C6ng ty TNHH Dlch vu 2/17 Pham Vin Bach.
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:2308258/KQKN
Md s6: 2308054-12
Trang 1 l1

KET QUA THI./ NGHIEM
r6n khsch hins: cotrto TY cP cAP THoAT Ntr(}C vA xAv Dt/NG BAO LOc

S6 SO Le Thi Pha, Phuong 1, Thdnh ph6 Bdo L6c, Tinh Lam Eong

NI./OC MAY LAY TAI 28 HUVNH THUC KHANG . PHI..PON G 2 .
BAO LQC

MAu nuoc, chuatrong cl^raikin

0710812023

1110812023

Th&i gian th& nghiQm: 07108 - 1010812023

Dla chi:

T6n m5u:

Tinh trqng m5u:

Ngiry nh6n m5u:

Ngiy trd k6t qui:

STT cHi lEu EON V! KET QUA
QC\N 01-

1:201U
BYT(c9tA

PHI.YONG PHAP THI./

01 Arsen (As) mg/L KPH (LOD=0.0006) 0.01 SMEWW 3114C.2022 (.
02 Clo du mg/L 0.53 0.2 -1.0 TCVN 6225-3:2011 (.)

03 Mdu s5c TCU 5.84 15 TCVN 6'185:2015

04 Miii vi
Kh6ng c6 miri, vi

lq
KhOng c6
mUi, vi la Cdm quan

05 D0 duc NTU KPH (LOD=0.30) 2 Ref. SMEVW 213f,l32022 (*',

06 pH 7.24 6.0 - 8.5 TCVN 6492:2011 (.)

07 Coliforms CFU/100m1 0 <3 ISO 9308-1:20141 Amd
1 :2016 (*)

08 Escherichia coli CFU/100m1 0 <1 ISO 9308-1'.20141 Amd
1 :2016 (-)

KiSt tuan: Mdu nuoc co cdc chi ti6u dqt theo Quy chudn
lwqng nuoc sach srj, dung cho mqc dich sinh

k! thudt qu6c gia vO chdt
hoat QCVN 01-1 :201 8/BYT

1.

2.

J.

4.

5.

6.

(CQt A), ngdy 14/12/2018

Phu trSch PTN

Nguy6n Kim Li6u

K€t qua phi)n tich chi cd gii tri tren miu thr/ This testing result is only valitl on testecl sample.
Kh6ng dwqc sao chip kit qua nay, mQt phdn hay toiut bp, n€u kh6ng co sat d6ng !'bdng vdn bcin cia C6ng qv^ /
This result shall not be reproduced, partially or fully, unless written approval of company.
Th6ng tin vi miu dw,tc ghi rheo f irt ciu khfuh hong / Infbrmation oJ sample is written as customer's reqLtest.

O: Ch; ti€u daoc VILAS c6ng nhdn theo ISO/IEC 17025.2017/ (*); Parameters are accredited b1, VILAS QSOLEC 17025.2017)
KP.H: kh6ng phdt hien. LOD: Gidi hqn phat hiQn / ND; Not Detected. LOD; Limit of'detection
O6i voi chi ti€rt phdn tich vi sinh, kit qud &to'c bi€u thi "< l0 CFU/g" hoQc "< I CFLI/nL" hofic "< 10 CF{Jtmiu" droc xent nhr kh6ng phat hi€n /
For microbiological analyte, the results were expressed "< l0 CFLt/g" or "< I CFLr/mL" or "< l0 CFLl/sample" can be consideretl as not detectior.

xHor Hoc c0tlc

Thi H6ng

2ll7 Pham Vin Bach.


